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Savannah River Site Resident Inspectors Activity Report for Week Ending May 15, 2026 

Staff Visit: Members of the DNFSB technical staff visited SRS, toured H-Canyon, received 
briefings on HCA personnel’s efforts related to the restart of uranium recovery, and observed 
training and maintenance evolutions.  

F-Area: After an unauthorized hybrid vehicle was discovered within the Savannah River Tritium
Enterprise (SRTE) limited area (see weekly reports 1/30/2026 and 2/27/2026), F-Area personnel
re-evaluated the adequacy of their controls and, as a result, updated sign locations and physical
barricades to enforce a new 50-foot exclusion zone. During an F-Area tour, the resident
inspectors (RIs) noted that a truck, designated as a mild-hybrid vehicle, was parked in an area
that was posted as no EV/hybrid access allowed. Personnel immediately notified the shift
operations manager to have the vehicle moved. It was later discovered that the hybrid vehicle
had not been parked within the new 50-foot exclusion zone and that the original signage
restricting access to that area had not been taken down when new signage and barricades were
installed. The RIs noted that leaving old signage up could lead to negative human performance
and sign blindness if personnel became accustomed to being allowed to violate a posting since it
no longer applied. Facility personnel concurred with the RIs and have initiated a work request to
remove the outdated signs to align with current EV/hybrid control measures.

SRTE: SRTE and the emergency preparedness organization conducted a drill, which consisted 
of a simulated fire and tritium release, medical injuries, and personnel contamination. The SRS 
fire department and Technical Support Room played in the drill. The players and controllers 
were critical in the debrief after the drill, noting issues with the use of three-way communication, 
the prestaging of equipment in anticipation of the drill, and unnecessary delays in getting 
emergency response vehicles into the facility. The RI noted that, while most facility emergency 
response organization positions don vests identifying their positions, the incident scene 
communicator and the facility emergency coordinator did not have vests available to don. This 
has the potential to lead to confusion or delays in relaying critical information during an actual 
event.  

Saltstone: Saltstone personnel performed an issue investigation for an incident in which a 
construction rigging crew moved a mobile crane down an access road at night and made contact 
with an overhead powerline (see 5/8/2026 report). At the issue investigation, personnel discussed 
the relevant facts and issues that led up to, and followed, the event. Personnel discussed that the 
area superintendent, who was offsite at the time, was called by the rigging crew immediately 
after making contact with the powerline. After reviewing a photo of the scene, the area 
superintendent directed actions to free the crane boom from the line. Facility management is in 
the process of developing corrective actions to prevent reoccurrence.     




